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(1) EXAMINATION CERTIFICATE (UNIT VERIFICATION) 
 

(2) Equipment or protective system intended for use in potentially explosive atmospheres  
 Directive 94/9/EC 

 
(3) Unit Verification Certificate nr. LOM 15ATEX8127X   
 
(4) Equipment or protection system Pressurized enclosure 
     Type PEPPEX208780EX, serial nr. PV1415-01231 
 
(5) Manufacturer   Manufacturas Metálicas Delvalle 
 
(6) Address    Paseo El Prao, 6, 
     01320 – Oyón, Alava 
     SPAIN 
 
(7) This equipment or protective system and any acceptable variation thereto is specified in the schedule to this certificate and the 
 documents therein referred to. 
 
(8) Laboratorio Oficial J.M. Madariaga (LOM), notified body number 0163 in accordance with Article 9 of the Directive 94/9/EC  
 of the European Parliament of 23 March 1994, certifies that this equipment or protective system has been found to comply 
 with the Essential Health and Safety Requirements relating to the design and construction of equipment and protective 
 systems intended for use in potentially explosive atmospheres, given in Annex II to the Directive. 
 The examination and test results are recorded in confidential report nr. LOM 15.529 HP 
 
(9) Compliance with the Essential Health and Safety Requirements has been assured by compliance with: 
 
 - Standards  EN 60079-0:2012  EN 60079-2:2007  
 
(10) If the sign X is placed after the certificate number, it indicates that the equipment or protective system is subject to special 
 conditions for safe use specified in the schedule to this certificate. 
 
(11) This unit verification certificate relates only to the design and construction of this specified equipment or protective system 
 in accordance with the Directive 94/9/EC. Further requirements of the Directive apply to the manufacture and supply of this 
 equipment or protective system. These are not covered by this certificate. 
 
(12) The marking of the equipment or protective system shall include the following: 

 

 
 
II 2G Ex px IIB T4 Gb 
 tp: 52 min.  
  

 
         Getafe, 2015-12-10 
 
 
 
 
 

             Carlos Fernández Ramón 
         Head of Certification Committee 
    
 
 
 
 

This Certificate is a translation from the original in Spanish. The LOM liability applies only on the Spanish text 
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